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Plan at Elev 18.000 m shown )
(Elev 13, 15, 23, 28, 33, 38, 43, 47.60 Similar)
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See Detail 3,
sheet E-285C
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See Detail 3, SE o §>
See Detail 2, sheet E-285C ~/G
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(Plan at Elev 77.000 m shown
Elev 65.000 similar)

(Plan at Elev 59.000 m shown
Elev 56.000, 62.000, 68.000, 71.000,
74.000, 80.750 & 85.250 similar)

See Detail 2,
sheet E-285C
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¢ Up Iodder44>1 See Detail 3,

sheet E-285C

(Plan at Elev 99.000 m shown
Elev 109.000 similar)

See Detail 3,
sheet E-285C

UP210-1A-6

UP210-1A-V§30
WP

(Plan at Elev 139.00 m shown

THIS PLAN ACCURATE FOR ELECTRICAL WORK ONLY.

See Detail 3,

sheet E-285C (Elev.

123, 127,

53C

See Detail 3,

sheet E-2850 (Plan at Elev

116.330 m shown)

Plan at Elev 105.500 m shown
(Elev 95.500, 102.500,
111.670 similar)

TYPICAL TOWER LADDER PLATFORM
LIGHTING FIXTURE LOCATIONS

SCALE: 1:40

Circuits shown are for SE tower shaft.

Circuits for other shafts shown on E-274, E-275, & E-275A.

Conduits shown on E-284, E-284A & E-284B.

ALL DIMENSIONS ARE IN MILLIMETERS UNLESS OTHERWISE SHOWN

(Plan at Elev 119 m shown
131,

DIST| COUNTY ROUTE OTaL PROJEET | No || SHEETS
04| SF 80 13.2/13.9 |59 [ 1204
— Q$§?
- RA 12/19/02
EG)/STERED ELECTRICAY ENGINEER DATE

. 12-6-04
S g’; PLANS APPROVAL DATE
NAS PB POWER, Inc.
< \0 A Parsons Brinckerhoff Company
Sy 303 Second St., Sufte T7OON
San Francisco, CA  94107-1317
The State of California or its officers or agents shall not be responsible for
53C the accuracy or complefeness of electronic copies of this plan sheet.
Caltrans now has a web site! To get fo the web site, go fo hitp:/ /www.dol.cagov
NOTES:
1. Refere AN
- For elevation.s s . fower leg, see
sheet E-284(E-284A.)/\
- For mounting“-texaind Tefer to sheet E-268.
- For Typlcollodder platform lighting details,
hee 83,
ype 3/100 unless noted
otherwise. See sheets E-267, E-273, & E-283
- For lights, receptacles, swufches wurlng and
ckt, see E 274, E-275 and E-275A.
4

SHEET NOTES:
<:> Mounted under ceiling diaphragm. ka

Mounted under floor diaphragm.

S
Kej <:> Number and sizes of conduit are field
< route to lights, receptaclies and switches.
& See E-284 and E-284A for conduit sizes

and pull box type per location.
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